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COL. BY POOL ENCLOSURE MFR.

(4)
5/8" DIA. BOLTS W/1 1/2" SLOTTED
HOLES IN BEAM

11/16" GUIDED SLIDE
BEARING CONN.

HSS5x5 COL. UP 
 SEE PLAN

T.O.STEEL
642' 
 6"

1/4

1/4

1/2" STIFF. PL.

NOTE:
POOL ENCLOSURE SUPPORT FRAMING HAS BEEN DESIGNED
FOR THE FOLLOWING COLUMN REACTIONS:

VERTICAL=4OOO LBS.
HOR.=1500 LBS.
UPLIFT=2000 LBS.

POOL ENCLOSURE MANUF. TO PROVIDE REACTIONS TO VERIFY
STRUCTURAL FRAME CAPACITY.

(E) BM.

(E) BAR JOIST

(E) COL.

ROOF PLAN
640' 
 6"

4

1

S203

3/4"x9"x9" PLATE

HSS5x5 COL UP. 
 SEE PLAN

(E) W8x24

CONNECTION BY POOL
ENCLOSURE MANUF.

GUIDED SLIDE BEARING CONNECTION.
1/4"x10"x10" TOP PL. W/ 3/32" PTFE SLIDE BEARING SURFACE.

1/4"x9"x9" BOT. PL. W/3/32" PTFE SLIDE BEARING SURFACE.
(11/16" TOTAL THICKNESS).  PROVIDE 1 1/2" SLOTTED HOLES IN

TOP PL.

T.O.STEEL
642' 
 6"

NOTE: SEE 1/S203 FOR INFO NOT NOTED.

9" SQ. TOP PL. 8" SQ. BOT. PL.

(E) BLDG. INTERIOR POOL ENCLOSURE INTERIOR

1/2" STIFF. PL.
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(E) EXP. JOINT

3/4"x10"x10" PLATE

(E) W16 BEAM

1/4

HSS5x5 COL. UP 
 SEE PLAN

T.O.STEEL
642' 
 6"

1/4

1/2" STIFF. PL.

HSS 
 SEE PLAN

(E) COL.

1/4

ROOF PLAN
640' 
 6"

4

3/4"x10"x10" PLATE

(E) W8x24 COL.

T.O.STEEL
642' 
 6"

CONN. BY POOL ENCLOSURE MANUF.

NOTE:  SEE 3/S203 FOR INFO NOT NOTED

NEW HSS 
 SEE PLAN

HSS5x5 COL UP

(E) W16 BEAM 
 SEE PLAN

0' 
 4" V.I.F.

POOL ENCLOSURE INTERIOR(E) BLDG. INTERIOR

1/2" STIFF. PL.

(E) BAR JOIST

ROOF PLAN
640' 
 6"

G

1/4

COL. BY POOL
ENCLOSURE MFR.

T.O.STEEL
642' 
 6"

1/2" STIFF. PL.

HSS 5x5 COL. UP 
 SEE PLAN

HSS 
 SEE PLAN

1/4 3/4"x10"x10" PL.

ROOF PLAN
640' 
 6"

J

3/4"x10"x10" PLATE , TYP.

HSS5x5 COL. UP, TYP.

T.O.STEEL
642' 
 6"

1/4

1/4

(E) BM.

(E) COL.

1/2" STIFF. PL.

1/2" STIFF. PL. BEYOND

FIRST FLOOR
PLAN

628' 
 6"

SR

NEW CONC. STAIR ON
GRADE 
 SEE 4/S202.

(E) LOADING DOCK SLAB
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Project Number Scale

Project Manager Structural Engineer

P.O. BOX 24
40 LITTLE ROAD
ZIEGLERVILLE, PA, 19492
Tel   (610) 287
3194

WZG STRUCTURAL
CONSULTING
ENGINEERS

MEP/FP Engineer

7330 CHAPEL HILL ROAD,
SUITE 202
RALEIGH, NC, 27606
Tel   (919) 858
7420

APOGEE
CONSULTING
GROUP

Fire Protection Consultant

7508 E. INDEPENDENCE
BLVD., SUITE 116
CHARLOTTE, NC, 28277
Tel   (704) 531
9077

HARRINGTON
GROUP

Cost Estimator

410 E. 21 STREET
CHESTER, PA, 19013
Tel   (610) 872
3716

BRAY MOONEY
CONSULTING

of

542
CSI
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69

FULLY SPRINKLERED

410 E. 21 STREET
CHESTER, PA, 19013
Tel   (610) 872
3716

BRAY MOONEY
CONSULTING

Aquatic Consultant

1823 DEEP RUN ROAD
PIPERSVILLE, PA, 18947
Tel   (215) 766
0409

ATLANTIC
AQUATIC
ENGINEERING

Civil Engineer

2453 N DELAWARE STREET
INDIANAPOLIS, IN 46205
Tel   (317) 800
6388

GUIDON DESIGN

Architect

2520 RENAISSANCE BLVD.,
SUITE 110
KING OF PRUSSIA, PA, 19406
Tel   (610) 270
0599

ARRAY HEALTHCARE
FACILITIES
SOLUTIONS
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1400 Black Horse Hill, Coatesville, PA
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SECTION AT EAST STAIR


